
FLEISCHMANN'S VINEGAR COMPLANY, LLC
WTCs ‐ Evaluation‐C ‐ Revised Maximum Flow

Vaporene 9200 C ‐ Cooling Tower Corrosion and Scale Control Metro Cleaner 270‐Deposit Penetrant & Cleaner (Recirculating Water)
FLOW Input, lbs/day Mixed Flow Conc. FLOW Input, lbs/day Mixed Flow Conc.

Avg. Max. Avg. Max. Avg. Max. Avg. Max. Avg. Max. Avg. Max.
0.015 0.100 7.50 12.00 0.015 0.100 2.00 2.64

Output, mg/l Output, mg/l
Avg. Max. Avg. Max.
59.5 95.92 15.99 21.1

59.5 14.39 15.99 3.165

Test Organisms Toxicity, mg/l Guidelines, DEC TOGS 1.2.1 Test Organisms Toxicity, mg/l Guidelines, DEC TOGS 1.2.1
LC50 EC50 Safety factor Allowable TOGS 1.2.1 LC50 EC50 Safety factor Allowable TOGS 1.2.1

Blue Gill, 96 hrs 120 100 1.2 Not OK Rainbow Trout 10.71 100 0.107 Not OK
Rainbow Trout, 96 hrs. 180 100 1.8 Not OK Fathead minnow 3.8 100 0.038 Not OK

Daphnia magna 140 100 1.4 Not OK

JUSTEQ 07 ‐ COOLING WATER BIOCIDE DUBOTH NB ‐MULTI‐FUNCTIONAL WATER TREATMENT
FLOW Input, lbs/day Mixed Flow Conc. FLOW Input, lbs/day Mixed Flow Conc.

Avg. Max. Avg. Max. Avg. Max. Avg. Max. Avg. Max. Avg. Max.
0.015 0.100 0.62 1.000 0.015 0.100 0.200 0.500

Output, mg/l Output, mg/l
Avg. Max. Avg. Max.
4.96 7.99 1.60 4.00

4.96 1.2 1.60 0.60

Test Organisms Toxicity, mg/l Guidelines, DEC TOGS 1.2.1 Test Organisms Toxicity, mg/l Guidelines, DEC TOGS 1.2.1
LC50 EC50 Safety factor Allowable TOGS 1.2.1 LC50 EC50 Safety factor Allowable TOGS 1.2.1

Cold Water Fish, 96 hrs. 1.35 0.0135 Not OK Channel Catfish 24.8 100 0.0248 Not OK
Warm Water Fish, 96 hrs. 2.1 0.021 Not OK Mosquito Fish 8.1 100 0.081 Not OK
Daphnia Magna, 48 hrs. 2.3 0.023 Not OK

DUBOTH H6 ‐BOILER WATER TREATMENT
FLOW Input, lbs/day Mixed Flow Conc.

Avg. Max. Avg. Max. Avg. Max.
0.015 0.100 2.000 4.000

Output, mg/l
Avg. Max.
15.99 31.97

15.99 4.80

Test Organisms Toxicity, mg/l Guidelines, DEC TOGS 1.2.1
LC50 EC50 Safety factor Allowable TOGS 1.2.1

Rainbow Trout > 1,000 100 10 OK
Zebra Fish > 1,000 100 10 OK

Brown Shrimp > 10,000 100 100 OK
Daphnia Magna > 320 100 3.2 Not OK
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